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EXHIBIT A 
 

SIGN IN SHEET & PRE-BID MEETING AGENDA 







 

CITY OF MILPITAS 

Engineering Division Phone (408) 586-3300 

455 E. Calaveras Blvd., Milpitas, CA 95035 www.ci.milpitas.ca.gov 

Superior Customer Service  Open Communication  Integrity and Accountability  Trust and Respect  Recognition and Celebration 

Temporary Fire Station No. 2 
Tenant Improvement 

Project No. 3447 
October 30, 2019 at 10:00 am 
November 4, 2019 at 2:00 pm 

 
1. INTRODUCTIONS 

            Please see the sign-in sheet. 
 

2. PROJECT OVERVIEW/SUMMARY OF WORK 
 Summary of Work: This tenant improvement is intended to allow the City of Milpitas Fire Station 

No.2 crew to operate while the new fire station is being constructed. The renovation work will 
include, but not limited to: 

o An updated kitchen, including new residential type oven and range, ADA counter, sink, 
cabinet and new painting. 

o Installation of new accessible bathroom including ADA shower unit, lavatory sink, new 
toilet, related plumbing and painting. 

o Installation of 1 hr. rate doors and wall along the existing concrete panel wall to separate 
R-2 from S-2 occupancy types. 

o Installation of portable emergency generator with automatic transfer switch and docking 
station furnished by the CITY.  

o Modification of store front double door into single door with combo code lock. 
o General improvement throughout the building including demolition, mechanical, 

electrical, plumbing and painting. 
o Provide detail cleaning service for the entire building including, but not limited to, 

cleaning building interior and exterior walls, cleaning carpet, lighting, bathroom, ceiling, 
and furniture. 

 This is lump sum bid 
 City will award the contract based on the lowest responsible and responsive bid of Base Bid  
 Within 21 days after the council award the contract, the contractor shall submit the following document 

to the City prior to issuing the notice to proceed. 
o Construction Schedule 
o Schedule of value 
o Schedule a pre-construction meeting  

 The Permit and Field Copy plans will be  provided after the City Council has award the project.  The 
Contractor shall comply with all Building inspection related to this work. 

 Plan Holders List, Plans and Specifications (one volume each) can be purchased from Prints Charles 
Reprographics, 1643 S Main St, Milpitas CA 95035, phone (408) 240-3330 
www.printscharlesrepro.com or incoming@printscharlesrepro.com 
 

3. Bid Date:  November 14, 2019 at 2:00 PM  
 Bidders wishing to submit bids prior to 12:00 p.m. on November 14, 2019 must contact Lyhak 

Eam at (408) 586-3349 to arrange drop off. 
 Questions asked by Bidders at the Pre-Bid Conference not specifically addressed within the 

Contract Documents shall be answered in writing, and issued as an Addendum.   
 Written requests for information from prospective bidder’s shall be submitted to Lyhak Eam no 

later than 2 PM on November 6, 2019 

http://www.printscharlesrepro.com/
mailto:incoming@printscharlesrepro.com


 

CITY OF MILPITAS 

Engineering Division Phone (408) 586-3300 

455 E. Calaveras Blvd., Milpitas, CA 95035 www.ci.milpitas.ca.gov 

Superior Customer Service  Open Communication  Integrity and Accountability  Trust and Respect  Recognition and Celebration 

 
4. WORK HOURS  

 Regular work hours: 7:00 am to 4:00 pm, Monday through Friday, except holidays. 
 Contractors may be allowed to work from 7:00 a.m. to 7:00 p.m. Mondays through Fridays 

including weekends, except for holidays, if approved by the Engineer in writing.  Any work 
necessary to be performed after regular working hours, or on Saturdays and Sundays or other 
holidays, shall be performed without additional expense to the City. 

 City will provide inspection during regulars working hours from 7:30 a.m. to 3:30 p.m. Monday 
through Friday.   

 Refer to the most current version of the City of Milpitas Noise Abatement Ordinance, Ord. 196.6 
of the Municipal Code Section V-213. It shall be unlawful for any person to engage or permit to 
engage in construction of any building or related road or walkway, pool, or landscape improvement 
or in the construction operations related thereto including to operate, permit, use, or cause to 
operate any of the following at the Project site, other than between the hours of 7:00 a.m. to 7:00 
p.m., Monday through Sunday, unless otherwise approved by the City. 

 
5. SUBCONTRACTING 

 General Contractor shall perform at least 15% of work. 
 Contractor shall submit a subcontractor list with bid.  

 
6. INSURANCE REQUIREMENTS: See section 00 72 13, article 36 and 37 

 General Liability Insurance: $1.0 MILLION 
 Auto Liability Insurance: $1.0 MILLION 
 Workers Compensation Insurance 

 
7. Time of Contract 

 Time of Contract: 75 Calendar Days includes adverse weather days, maintenance period, 
procurement and installation of all equipment, structure and material 

 Liquidated Damages: $ 2,000 per calendar day 
 

8. COMMUNICATION: The following address should be used:  
City of Milpitas,  
Engineering Division  
455 East Calaveras Blvd.  
Milpitas, CA 95035  
Attn: Lyhak Eam 
(408) 586-3349 
Leam@ci.milpitas.ca.gov 

  
9. QUESTIONS 

Refer questions to Project Manager in writing by email.  Deadline for RFIs is November 6, 2019 at 2:00 
PM 
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San Luis Obispo, CA 93406

P.O. Box 1167 - 3562 Empleo St.

THOMA ELECTRIC, INC.

Phone: (805) 543-3850  Fax: (805) 543-3829

cad@thomaelec.com
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PANEL SCHEDULE

E-003

PANEL SCHEDULE NOTES

1. EXISTING BREAKER TO REMAIN.

2. "AFCI" BREAKER REQUIRED.

3 EXISTING BRANCH CIRCUIT TO REMAIN. NO CHANGE TO CONNECTED LOAD.

4. BREAKER NOT LABELED IN EXISTING PANEL. VERIFY LOAD AND LABEL BRANCH CIRCUIT OR "SPARE" AS APPLICABLE.

5. NEW CIRCUIT BREAKER REQUIRED.

6. PROVIDE CIRCUIT BREAKER LOCKING DEVICE.
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ELECTRICAL FLOOR PLAN AND SINGLE LINE DIAGRAM

E-102

REFERENCE NOTES

1. NEW COMBINATION EXIT AND EMERGENCY LIGHTING FIXTURE

TYPE X1 WITH 90 MINUTE BATTERY BACK-UP. (LITHONIA #ECC M M6

OR APPROVED EQUAL).

2. EXTEND EXISTING RECEPTACLE BRANCH CIRCUIT FROM ROOM 105

TO NEW RECEPTACLE. MOUNT AT +42"AFF.

3. CONNECT TO EXISTING EXHAUST FAN PER MECHANICAL PLANS.

4. EXTEND EXISTING LIGHTING BRANCH CIRCUIT FROM ROOM 105 TO

NEW LIGHTS.

5. PROVIDE NEW BRANCH CIRCUIT FOR NEW COUNTER

RECEPTACLES.

6. PROVIDE NEW BRANCH CIRCUIT FOR NEW REFRIGERATOR

RECEPTACLE.

7. PROVIDE NEW BRANCH CIRCUIT TO NEW STOVE/FAN FROM PANEL

"P3". COORDINATE EXACT LOCATION OF RECEPTACLE FOR

HOOD/FAN PRIOR TO ROUGH-IN.

8. NEW EMERGENCY LIGHTING WITH 90 MINUTE BATTERY BACK UP.

(LITHONIA #ELM2L M12 OR APPROVED EQUAL)

9. NEW EXTERIOR RATED EMERGENCY LIGHTING WITH 90 MINUTE

BATTERY BACK UP (LITHONIA #ELTU-MR OR APPROVED EQUAL).

10. PROVIDE NEW WALL SWITCH AT EXISTING WALL. CONNECT TO

EXISTING LIGHTS IN THE ROOM.

11. NEW OWNER FURNISHED AUTOMATIC TRANSFER SWITCH WITH

CAM LOCK CONNECTION EC TO INSTALL. CONTRACTOR TO

PROVIDE A COMPLETE WORKING SYSTEM. INTERCEPT EXISTING

FEEDERS AND NEW FEEDERS FROM "ATS" TO PANEL P3 PER

SINGLE LINE DIAGRAM.

12. PROVIDE A DAMP RATED LED 4IN ROUND WITH IC RATED  HOUSING

AND (JUNO #IC1LED-G4-09LM 30K 90CRI 120FRPC OR APPROVED

EQUAL). PROVIDE 4" DOWNLIGHT WHITE TRIM #17CWH FOR AT "D1"

AND ONE LENSE DROP OPAL TRIM AT SHOWER #11WH FOR "D2".

13. FIXTURE TYPE W1: PROVIDE 2' LED VANITY LIGHT MOUNTED

ABOVE MIRROR. (LITHONIA #FMVTSL 24" MVOLT 30K 90CRI BN OR

APPROVED EQUAL)

14. PROVIDE 120V SMOKE ALARM AND CARBON MONOXIDE. REFER TO

GENERAL NOTES ON SHEET E-001.

15. PROVIDE VACANCY SWITCH.

16. EXISTING EXIT SIGN AT NEW LOCATION. INTERCEPT EXISTING

BRANCH CIRCUIT FROM PREVIOUS LOCATION AND EXTEND TO

NEW WITH 1/2"C (2)#12 AWG AND (1)#12 CU GROUND.

17. INTERCEPT EXISTING LIGHTING BRANCH CIRCUIT IN THIS ROOM

WITH A CONTINUOUS HOT.

18. ANY CONDUIT PENETRATION TO EXISTING WALL AT GRID "C"

REFER TO DETAIL 1/E-002.

19. CONNECT TO 120V SMOKE FIRE DAMPER PER MECHANICAL PLANS.

PROVIDE NEW HOMERUN TO PANEL P3 WITH 

1

2

"C (2)#12 AWG AND

(1)#12 CU GROUND.

20. NEW BRANCH CIRCUIT HOMERUN TO PANEL P3 FOR

REFRIGERATOR, STOVE,  KITCHEN APPLIANCES, AND SMOKE

ALARM. REFER TO PANEL SCHEDULE. PROVIDE 

3

4

"C. (EMT) WITH

(8)#12 THHN AND (1)#12 CU GROUND.

21. PROVIDE A 30AMP, 125V NEMA L5-30 FOR PORTABLE GENERATOR

BATTERY CHARGER AND BLOCK HEATER. PROVIDE WHILE USE

COVER.  PROVIDE 1/2"C (EMT) WITH (2)#10 THHN AND (1)#10 CU

GROUND

GENERAL NOTES

 1/8" = 1'-0"
A4ELECTRICAL FLOOR  PLAN

A. INSTALL SEPARATE NEUTRALS FOR EACH BRANCH CIRCUIT

SERVING ISOLATED GROUND RECEPTACLES.

B. DEVICE LOCATIONS SHOWN ARE SCHEMATIC AND APPROXIMATE.

EXACT LOCATIONS SHALL BE FIELD VERIFIED DURING ROUGH-IN

WITH ARCHITECTURAL ELEVATIONS, CASEWORK SHOP DRAWINGS,

FURNITURE, ETC. AND SHALL BE COORDINATED WITH OTHER

TRADES TO AVOID CONFLICT WITH OTHER EQUIPMENT.

C. ALL  NEW OUTLETS SHOWN AT R-2 OCCUPANCY PROVIDE

TAMPER-PROOF OUTLETS PER CEC 406.12 AND AFCI CEC 210.12.

REFER TO CODE DIAGRAM ON SHEET A-002 FOR R-2 OCCUPANCY.

SINGLE LINE DIAGRAM

P661P1 P2

P3

P663

M

(E)

(E)

400A

3P

MAIN

(E)200A

3P

CKTS

13/15/17

(E)100A

3P

CKTS

8/10/12

(E)200A

3P

CKTS

14/16/18

(E)90A

3P

CKTS

20/22/24

(E)90A

3P

CKTS

26/28/30

TO PG&E PADMOUNTED

TRANSFORMER #T11308

(E) "MSB"

(E)PG&E METER

#1006717574

(E)400A BUS (120/208V, 3PH, 4-WIRE)

PANEL

(E)

PANEL

(E)

PANEL

SUITES

661 & 663

ELECTRICAL

ROOM

(E)

PANEL

(E)

PANEL

PANEL

FOR

ROOM 109

AC

(E)20A

3P

CKTS

25/27/29

(E)

AC

WEST

AC

(E)30A

3P

CKTS

19/21/23

(E)

AC

EAST

NOTE

CIRUITS 4/6  IS 30A/2P BREAKER. BREAKER

NOT LABELED IN EXISTING PANEL. VERIFY

LOAD AND LABEL BRANCH CIRCUIT OR

"SPARE" AS APPLICABLE.

CIRCUITS 2 AND 5 HAVE 1POLE SPACES

A. EXISTING ELECTRICAL SERVICE HAS BEEN INVESTIGATED AND

FOUND TO HAVE ADEQUATE CAPACITY FOR THE PROPOSED LOAD

ADDITION AS SHOWN ON THESE PLANS.

B. ALL CONDUCTORS SHALL BE COPPER WITH TYPE [THHN/THWN]

INSULATION UNLESS OTHERWISE NOTED.

C. ALL SWITCHES, CIRCUIT BREAKERS AND OTHER EQUIPMENT, AS

SPECIFIED, SHALL HAVE TERMINATION PROVISIONS LISTED AND

IDENTIFIED FOR USE WITH 75 DEG. CONDUCTORS, AND ALL

FEEDER CONDUCTORS, AND CONDUITS, ARE SIZE BASED ON USE

OF 75 DEG. C COPPER WIRES TYPE THWN/THHN.

D. ALL EQUIPMENT SHALL HAVE AN APPROVED TESTING

LABORATORY LABEL ATTACHED [UL, CSA, ETC.] (CEC 110-2).

E. ALL BOXES AND ENCLOSURES (INCLUDING TRANSFER SWITCHES,

GENERATORS, AND POWER PANELS) FOR EMERGENCY CIRCUITS

SHALL BE PERMANENTLY MARKED SO THEY WILL BE READILY

IDENTIFIED AS A COMPONENT OF AN EMERGENCY CIRCUIT OR

SYSTEM, PER NEC 700-9(A).

OWNER FURNISHED WALL MOUNTED NEMA 3R 4

POLE AUTOMATIC TRANSFER SWITCH, "ATS" WITH

CAM LOCK CONNECTION PANEL, EC TO INSTALL.

(400AMP, 120/208V, 3PH, 4-WIRE)

SEPARATELY DERIVED SYSTEM PER CEC 702.11 (A). WHERE A

PORTABLE OPTIONAL STANDBY SOURCE IS USED AS  SEPARATELY

DERIVED SYSTEM, IT SHALL BE BE GROUNDED TO A GROUNDING

ELECTRODE IN ACCORDANCE WITH CEC 250.30. PROVIDE ACCESSIBLE

GROUND WELL FLUSH IN GRADE AT THE LOCATION WHERE THE

PORTABLE GENERATOR WOULD BE LOCATED WHEN IN USE. PROVIDE

GROUND WELL CONSISTING OF 

5

8

" X 10' COPPER CLAD GROUND ROD

AND A LUG CAPABLE OF A #6 CU CABLE CONNECTION. THE PORTABLE

GENERATOR WILL NEED TO BE WIRED AS A SEPARATELY DERIVED

SYSTEM (THE GROUND AND NEUTRAL SHALL  BE BONDED TOGETHER)

WITHIN THE PORTABLE GENERATOR. PROVIDE SIGNAGE   AT THE

PORTABLE GENERATOR LOCATION INSTRUCTING THAT THE

GENERATOR NEEDS TO BE CONFIGURED AS A SEPARATELY DERIVED

SYSTEM AND WHERE THE GROUND WELL IS LOCATED.

OWNER FURNISHED PORTABLE

GENERATOR. (CATERPILLAR MODEL

XQ125), EPA TIER 4, DIESEL DRIVEN,

110KW, 3PHASE 120/208V, 4-WIRE,

SOUND ATTENUATED, WEATHER

PROTECTED LEVEL 2 SOUND RATED

ENCLOSURE. FURNISHED WITH UL142

TYP 150 GALLONS, 28 HOURS

APPROX RUN TIME.

INTERCEPT FEEDER TO MSB AND EXTEND NEW

200AMP FEEDER (4)#3/0 THWN AND (1)#8 CU

GROUND TO "ATS". CONTRACTOR TO PROVIDE

MEANS AND METHOD FOR APPROVAL PRIOR TO

ROUGH-IN.

J

(5) 50 FEET CABLES CAMLOCK CONNECTORS

BETWEEN GENERATOR AND "ATS"

FURNISHED BY CITY, EC TO INSTALL

NEW 200AMP FEEDER (4)#3/0 THWN AND (1)#8 CU

GROUND TO "ATS". CONTRACTOR TO PROVIDE

MEANS AND METHOD FOR APPROVAL PRIOR TO

ROUGH-IN.

PROVIDE PLACARD SIGNAGE AT EXISTING MSB

IDENTIFYING EMERGENCY BACK-UP POWER PER

CEC 701.7(A) AND 702.7(A)

SINGLE LINE DIAGRAM NOTES

NEW BRANCH CIRCUIT TO GAS RANGE AND

HOOD. REFER TO NOTE 7 ON THIS ELECTRICAL

PLANS. PROVIDE NEW (1)20AMP/1P BREAKER TO

MATCH EXISTING. REFER TO PANEL SCHEDULE.

GAS RANGE AND HOOD FAN

PICTURE OF CIRCUIT BREAKERS

AT MSB SWITCHBOARD

CIRCUIT 1 - OFFICE/ROOF OUTLETS

CIRCUIT 3 - OFFICE LIGHTS

CIRCUIT 7 - WATER HEATER

CIRCUIT 9 - OFFICE LIGHTS

CIRCUIT 11 - OFFICE LIGHTS

MOVE EXISTING BRANCH CIRCUIT ABOVE

(1, 3, 7, 9,  AND11,) TO PANEL P3. PROVIDE

(5)20AMP/1P ARC FAULT BREAKER IN

PANEL P3. (REFER TO PANEL SCHEDULE

ON SHEET E-003) INTERCEPT EXISTING

BRANCH CIRCUITS AND EXTEND NEW

BRANCH CIRCUITS TO PANEL P3. UPDATE

PANEL SCHEDULE AT MSB AND LABEL

"SPARE" TO EACH CIRCUITS.

PANEL P1

AC-EAST

AC-WEST

P661

P663

PANEL P3

PANEL P2

MAIN BREAKER
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EXHIBIT C: EXISTING PENETRATION AT EXISTING 1 HR. RATED WALL 
 

Figure 01: HVAC Flexible Duct 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 

 
Figure 02: Copper Pipes 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Figure 03: 4” Electrical Conduit 
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